
Organisation Scheme Scheme Type SWIM (code) KPI (code) QG KPI category Indicator title Value Units Comments

Cloncurry Shire Council Cloncurry water Potable water scheme AS2 QG 1.1 General Length of water mains (S) 50 km

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme AS2 QG 1.1 General Length of water mains (S) 4.9 km

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme AS2 QG 1.1 General Length of water mains (S) 1.5 km

Cloncurry Shire Council Cloncurry SC WSP-wide WSP AS2 QG 1.1 General Length of water mains (S) 56.4 km

Cloncurry Shire Council Cloncurry sewerage Sewerage scheme AS5 QG 1.2 General Length of sewerage mains (S) 30 km

Cloncurry Shire Council Dajarra sewerage Sewerage scheme AS5 QG 1.2 General Length of sewerage mains (S) 3 km

Cloncurry Shire Council Cloncurry SC WSP-wide WSP AS5 QG 1.2 General Length of sewerage mains (S) 33 km

Cloncurry Shire Council Cloncurry sewerage Sewerage scheme AS4 QG 1.3 General Number of sewage treatment plants (S) 1 Count

Cloncurry Shire Council Dajarra sewerage Sewerage scheme AS4 QG 1.3 General Number of sewage treatment plants (S) 1 Count

Cloncurry Shire Council Cloncurry SC WSP-wide WSP AS4 QG 1.3 General Number of sewage treatment plants (S) 2 Count

Cloncurry Shire Council Cloncurry water Potable water scheme AS47 QG 1.4 General Capacity of water treatment plants (S) 7.8 ML/day

Cloncurry Shire Council Cloncurry SC WSP-wide WSP AS47 QG 1.4 General Capacity of water treatment plants (S) 7.8 ML/day

Cloncurry Shire Council Cloncurry water Potable water scheme WA169 QG 1.5 General Maximum daily demand (S) 4.1 ML/day

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WA169 QG 1.5 General Maximum daily demand (S) 4.1 ML/day

Cloncurry Shire Council Cloncurry water Potable water scheme WA74 QG 1.6 General Total volume of potable water produced (S) 1047.8 ML

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WA74 QG 1.6 General Total volume of potable water produced (S) 1047.8 ML

Cloncurry Shire Council Cloncurry water Potable water scheme AS48 QG 1.7 General Total treated/drinking water storage (S) 6.3 ML

Cloncurry Shire Council Cloncurry SC WSP-wide WSP AS48 QG 1.7 General Total treated/drinking water storage (S) 6.3 ML

Cloncurry Shire Council Cloncurry water Potable water scheme WA1 QG 1.8 General Volume of water sourced from surface water (S) 1022.5 ML

Surface water taken from the following sources:

- Chinaman Creek Dam

- North West Queensland Pipeline (Sunwater) Lake Julius

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WA1 QG 1.8 General Volume of water sourced from surface water (S) 0 ML

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WA1 QG 1.8 General Volume of water sourced from surface water (S) 0 ML

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WA1 QG 1.8 General Volume of water sourced from surface water (S) 1022.5 ML

Cloncurry Shire Council Cloncurry water Potable water scheme WA2 QG 1.9 General Volume of water sourced from groundwater (S) 37.4 ML

Source of water taken from Groundwater is:

- Cloncurry Riverwells

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WA2 QG 1.9 General Volume of water sourced from groundwater (S) ND ML

Historically Council did nto have sufficient staffing resources to read meters within the Dajarra Township. 

Moving forward, Council have installed meters at the supply point and will ensure adequate resources are available for the 

purpose of reading meters for future reporting periods.

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WA2 QG 1.9 General Volume of water sourced from groundwater (S) ND ML

Given the quality of water sourced for the Kajabbi Township, meters have been removed from residences to ensure adequate 

supply.

Council have installed a meter at the supply point to ensure values are read and captured for future reporting periods.

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WA2 QG 1.9 General Volume of water sourced from groundwater (S) 37.4 ML

Cloncurry Shire Council Cloncurry water Potable water scheme WA61 QG 1.10 General Volume of water sourced from desalination of marine water (S) 0 ML

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WA61 QG 1.10 General Volume of water sourced from desalination of marine water (S) 0 ML

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WA61 QG 1.10 General Volume of water sourced from desalination of marine water (S) 0 ML

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WA61 QG 1.10 General Volume of water sourced from desalination of marine water (S) 0 ML

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WA26 QG 1.11 General Total recycled water supplied (S) NR ML

Cloncurry Shire Council Cloncurry water Potable water scheme WA7 QG 1.12 General Total water sourced (S) 1721.3 ML

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WA7 QG 1.12 General Total water sourced (S) 0 ML

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WA7 QG 1.12 General Total water sourced (S) 0 ML

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WA7 QG 1.12 General Total water sourced (S) 1674.2 ML

Cloncurry Shire Council Cloncurry water Potable water scheme CS2 QG 1.13 General Connected residential properties - water supply (S) 1.45 000s

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme CS2 QG 1.13 General Connected residential properties - water supply (S) 0.072 000s

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme CS2 QG 1.13 General Connected residential properties - water supply (S) 0.021 000s

Cloncurry Shire Council Cloncurry SC WSP-wide WSP CS2 QG 1.13 General Connected residential properties - water supply (S) 1.543 000s

Cloncurry Shire Council Cloncurry water Potable water scheme CS3 QG 1.14 General Connected non-residential properties - water supply (S) 0.08 000s

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme CS3 QG 1.14 General Connected non-residential properties - water supply (S) 0.006 000s

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme CS3 QG 1.14 General Connected non-residential properties - water supply (S) 0.001 000s

Cloncurry Shire Council Cloncurry SC WSP-wide WSP CS3 QG 1.14 General Connected non-residential properties - water supply (S) 0.087 000s

Cloncurry Shire Council Cloncurry sewerage Sewerage scheme CS6 QG 1.15 General Connected residential properties - sewerage (S) 1.4 000s

Cloncurry Shire Council Dajarra sewerage Sewerage scheme CS6 QG 1.15 General Connected residential properties - sewerage (S) 0.072 000s

Cloncurry Shire Council Cloncurry SC WSP-wide WSP CS6 QG 1.15 General Connected residential properties - sewerage (S) 1.472 000s

Cloncurry Shire Council Cloncurry sewerage Sewerage scheme CS7 QG 1.16 General Connected non-residential properties - sewerage (S) 0.01 000s

Cloncurry Shire Council Dajarra sewerage Sewerage scheme CS7 QG 1.16 General Connected non-residential properties - sewerage (S) 0.006 000s

Cloncurry Shire Council Cloncurry SC WSP-wide WSP CS7 QG 1.16 General Connected non-residential properties - sewerage (S) 0.016 000s

Cloncurry Shire Council Cloncurry water Potable water scheme WA8 QG 1.17 General Volume of water supplied - residential (S) 1047.8 ML

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WA8 QG 1.17 General Volume of water supplied - residential (S) MD ML

Cloncurry Shire Council has had limited staffing resources in order to read the meters within the Dajarra Township.  The 

township itself is approximately 170km from Cloncurry. 

Moving forward, Council will endeavour to maintain adequate staffing levels to read the meters whithin Dajarra. 

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WA8 QG 1.17 General Volume of water supplied - residential (S) MD ML

The water supply in Kajabbi is supplied by Bores and is not considered potable. 

Given the quality of the supply, Council have experienced issues with the meters getting blocked and therefore causing supply 

issues within the residences. 

For this reason, Council has removed the meters from the residential properties and installed a meter at the supply point in 

order to capture to total water supplied to the township for future reporting periods. 

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WA8 QG 1.17 General Volume of water supplied - residential (S) 1047.8 ML

Cloncurry Shire Council Cloncurry water Potable water scheme WA9 QG 1.18 General Volume of water supplied - commercial, municipal and industrial (S) MD ML Historically, Council has not differentitated between water supplied to Commercial & Industrial Users an Residential Users. 
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Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WA9 QG 1.18 General Volume of water supplied - commercial, municipal and industrial (S) MD ML

Council has not previously had sufficient resources for the reading of meters within the Dajarra Township.  

Moving forward Council has committed to ensuring adequate staff levels are available for the purpose of reading meters. 

Additionally, a new process has been adopted where by staff can easily differentiate between water usage for inductrial and 

commercial purposes versus residential. 

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WA9 QG 1.18 General Volume of water supplied - commercial, municipal and industrial (S) 0 ML There are no establishments other than residences within the Kajabbi Township at present.

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WA9 QG 1.18 General Volume of water supplied - commercial, municipal and industrial (S) 0 ML

Cloncurry Shire Council Cloncurry water Potable water scheme WA36 QG 1.19 General Volume of non-revenue water (S) 0 ML

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WA36 QG 1.19 General Volume of non-revenue water (S) 0 ML

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WF1 QG 1.20 General Total Full-Time Equivalent water and sewerage services employees (W) 3 FTEs

Cloncurry Shire Council Cloncurry water Potable water scheme WS1 QG 2.1 Water Security Months of supply remaining at end of reporting period (30 June) (S) 18 months

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WS1 QG 2.1 Water Security Months of supply remaining at end of reporting period (30 June) (S) 24 months

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WS1 QG 2.1 Water Security Months of supply remaining at end of reporting period (30 June) (S) 18 months

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WS1 QG 2.1 Water Security Months of supply remaining at end of reporting period (30 June) (S) 18 months

Cloncurry Shire Council Cloncurry water Potable water scheme WS2 QG 2.2 Water Security Anticipated capacity to meet demand for next reporting year (at QG 2.4) (S) ok ok/not ok

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WS2 QG 2.2 Water Security Anticipated capacity to meet demand for next reporting year (at QG 2.4) (S) ok ok/not ok

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WS2 QG 2.2 Water Security Anticipated capacity to meet demand for next reporting year (at QG 2.4) (S) ok ok/not ok

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WS2 QG 2.2 Water Security Anticipated capacity to meet demand for next reporting year (at QG 2.4) (S) ok ok/not ok

Cloncurry Shire Council Cloncurry water Potable water scheme WS3 QG 2.3 Water Security Available contingency supplies (S) yes yes/no

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WS3 QG 2.3 Water Security Available contingency supplies (S) yes yes/no

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WS3 QG 2.3 Water Security Available contingency supplies (S) yes yes/no

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WS3 QG 2.3 Water Security Available contingency supplies (S) yes yes/no

Cloncurry Shire Council Cloncurry water Potable water scheme WS4 QG 2.4 Water Security Total anticipated water demand for next reporting year (S) 1200 ML

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WS4 QG 2.4 Water Security Total anticipated water demand for next reporting year (S) MD ML New meter which was installed at supply point will assist in detyermining current and future usage demands

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WS4 QG 2.4 Water Security Total anticipated water demand for next reporting year (S) MD ML New meter which was installed at supply point will assist in detyermining current and future usage demands

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WS4 QG 2.4 Water Security Total anticipated water demand for next reporting year (S) 1200 ML

Cloncurry Shire Council Cloncurry water Potable water scheme WS5 QG 2.5 Water Security Total anticipated annual water demand in five years' time (S) 1200 ML

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WS5 QG 2.5 Water Security Total anticipated annual water demand in five years' time (S) MD ML New meter which was installed at supply point will assist in detyermining current and future usage demands

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WS5 QG 2.5 Water Security Total anticipated annual water demand in five years' time (S) MD ML New meter which was installed at supply point will assist in detyermining current and future usage demands

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WS5 QG 2.5 Water Security Total anticipated annual water demand in five years' time (S) 1200 ML

Cloncurry Shire Council Cloncurry water Potable water scheme WS6 QG 2.6 Water Security Anticipated capacity to meet demand in 5 years' time (at QG 2.5) (S) ok ok/not ok

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WS6 QG 2.6 Water Security Anticipated capacity to meet demand in 5 years' time (at QG 2.5) (S) ok ok/not ok

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WS6 QG 2.6 Water Security Anticipated capacity to meet demand in 5 years' time (at QG 2.5) (S) ok ok/not ok

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WS6 QG 2.6 Water Security Anticipated capacity to meet demand in 5 years' time (at QG 2.5) (S) ok ok/not ok

Cloncurry Shire Council Cloncurry water Potable water scheme WS7 QG 2.7 Water Security Planned supply system response (S) NR yes/no

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WS7 QG 2.7 Water Security Planned supply system response (S) NR yes/no

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WS7 QG 2.7 Water Security Planned supply system response (S) NR yes/no

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WS7 QG 2.7 Water Security Planned supply system response (S) NR yes/no

Cloncurry Shire Council Cloncurry water Potable water scheme WS8 QG 2.8 Water Security Water restrictions (duration) (S) 3 months

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WS8 QG 2.8 Water Security Water restrictions (duration) (S) 0 months

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WS8 QG 2.8 Water Security Water restrictions (duration) (S) 0 months

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WS8 QG 2.8 Water Security Water restrictions (duration) (S) 3 months

Cloncurry Shire Council Cloncurry water Potable water scheme WS9 QG 2.9 Water Security Water restrictions (severity) (S) 23 %

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme WS9 QG 2.9 Water Security Water restrictions (severity) (S) NR %

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme WS9 QG 2.9 Water Security Water restrictions (severity) (S) NR %

Cloncurry Shire Council Cloncurry SC WSP-wide WSP WS9 QG 2.9 Water Security Water restrictions (severity) (S) 23 %

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN14 QG 3.1 Finance Total water supply capital expenditure (W) 300 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN15 QG 3.2 Finance Total sewerage capital expenditure (W) 300 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN26 QG 3.3 Finance Capital works grants - water (W) 0 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN27 QG 3.4 Finance Capital works grants - sewerage (W) 0 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN9 QG 3.5 Finance Nominal written-down replacement cost of fixed water supply assets (W) 12749 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN10 QG 3.6 Finance Nominal written-down replacement costs of fixed sewerage assets (W) 4952 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN74 QG 3.7 Finance Current replacement costs of fixed water supply assets (W) 843 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN75 QG 3.8 Finance Current replacement costs of fixed sewerage assets (W) 300 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN1 QG 3.9 Finance Total revenue - water (W) 0 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN2 QG 3.10 Finance Total revenue - sewerage (W) 0 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN11 QG 3.11 Finance Operating cost - water (W) 1065.1 $/connection

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN12 QG 3.12 Finance Operating cost - sewerage (W) 105.01 $/connection

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN76 QG 3.13 Finance Annual maintenance costs water (W) MD $,000

Previously, Council's financial system did not allow for the separation of costs for maintenance and preventative maintenance 

excluded from all operating costs.

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN77 QG 3.14 Finance Annual maintenance costs sewerage (W) MD $,000

Previously, Council's financial system did not allow for the separation of costs for maintenance and preventative maintenance 

excluded from all operating costs.

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN78 QG 3.15 Finance Current cost depreciation - water (W) 1016.45 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN79 QG 3.16 Finance Current cost depreciation - sewerage (W) 333.625 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN80 QG 3.17 Finance Previous 5 year average annual renewals expenditure - water (W) 300 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN81 QG 3.18 Finance Previous 5 year average annual renewals expenditure - sewerage (W) 300 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN82 QG 3.19 Finance Forecast 5 year average annual renewals expenditure - water (W) 550 $,000

Cloncurry Shire Council Cloncurry SC WSP-wide WSP FN83 QG 3.20 Finance Forecast 5 year average annual renewals expenditure - sewerage (W) 300 $,000



Cloncurry Shire Council Cloncurry water Potable water scheme PR3 QG 4.1 Customer Fixed charge - water (S) 918.86 $/annum

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme PR3 QG 4.1 Customer Fixed charge - water (S) 918.86 $/annum

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme PR3 QG 4.1 Customer Fixed charge - water (S) 918.86 $/annum

Cloncurry Shire Council Cloncurry SC WSP-wide WSP PR3 QG 4.1 Customer Fixed charge - water (S) 918.86 $/annum

Cloncurry Shire Council Cloncurry water Potable water scheme PR5 QG 4.1a Customer Fixed charge - water (S) description Infrastructure and Allowance Text

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme PR5 QG 4.1a Customer Fixed charge - water (S) description Infrastructure and Allowance Text

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme PR5 QG 4.1a Customer Fixed charge - water (S) description Infrastructure and Allowance Text

Cloncurry Shire Council Cloncurry SC WSP-wide WSP PR5 QG 4.1a Customer Fixed charge - water (S) description Infrastructure and Allowance Text

Cloncurry Shire Council Cloncurry sewerage Sewerage scheme PR31 QG 4.2 Customer Fixed charge - sewerage (S) 421.3 $/annum

Cloncurry Shire Council Dajarra sewerage Sewerage scheme PR31 QG 4.2 Customer Fixed charge - sewerage (S) 421.3 $/annum

Cloncurry Shire Council Cloncurry SC WSP-wide WSP PR31 QG 4.2 Customer Fixed charge - sewerage (S) 421.3 $/annum

Cloncurry Shire Council Cloncurry sewerage Sewerage scheme PR40 QG 4.2a Customer Fixed charge - sewerage (S) description No. of Pedestals Text

Cloncurry Shire Council Dajarra sewerage Sewerage scheme PR40 QG 4.2a Customer Fixed charge - sewerage (S) description No. of Pedestals Text

Cloncurry Shire Council Cloncurry SC WSP-wide WSP PR40 QG 4.2a Customer Fixed charge - sewerage (S) description No. of Pedestals Text

Cloncurry Shire Council Cloncurry SC WSP-wide WSP PR47 QG 4.3 Customer Annual bill based on 200 kL/annum (W) 1340.16 $

Cloncurry Shire Council Cloncurry SC WSP-wide WSP PR48 QG 4.4 Customer Typical residential bill (W) 1340.16 $

Cloncurry Shire Council Cloncurry water Potable water scheme AS8 QG 4.5 Customer Total water main breaks (S) 8 per 100 km water main

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme AS8 QG 4.5 Customer Total water main breaks (S) 20.4 per 100 km water main

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme AS8 QG 4.5 Customer Total water main breaks (S) 0 per 100 km water main

Cloncurry Shire Council Cloncurry SC WSP-wide WSP AS8 QG 4.5 Customer Total water main breaks (S) 8.9 per 100 km water main

Cloncurry Shire Council Cloncurry sewerage Sewerage scheme AS39 QG 4.6 Customer Total sewerage main breaks and chokes (S) 13.3 per 100 km sewer main

Cloncurry Shire Council Dajarra sewerage Sewerage scheme AS39 QG 4.6 Customer Total sewerage main breaks and chokes (S) 33.3 per 100 km sewer main

Cloncurry Shire Council Cloncurry SC WSP-wide WSP AS39 QG 4.6 Customer Total sewerage main breaks and chokes (S) 15.2 per 100 km sewer main

Cloncurry Shire Council Cloncurry water Potable water scheme CS17 QG 4.7 Customer Incidence of unplanned interruptions - water (S) 24.8 per 1000 connections

Cloncurry Shire Council Cloncurry SC WSP-wide WSP CS17 QG 4.7 Customer Incidence of unplanned interruptions - water (S) 23.3 per 1000 connections

Cloncurry Shire Council Cloncurry water Potable water scheme CS37 QG 4.8 Customer Average response time for water incidents (bursts & leaks) (S) 30 mins

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme CS37 QG 4.8 Customer Average response time for water incidents (bursts & leaks) (S) 30 mins

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme CS37 QG 4.8 Customer Average response time for water incidents (bursts & leaks) (S) 90 mins Council does not have staff in the Kajabbi Township and therefore the response time is heightened due to travel.

Cloncurry Shire Council Cloncurry SC WSP-wide WSP CS37 QG 4.8 Customer Average response time for water incidents (bursts & leaks) (S) 30 mins

Cloncurry Shire Council Cloncurry sewerage Sewerage scheme CS33 QG 4.9 Customer Average response time for sewerage incidents (including main breaks and chokes) (S) 0 mins

Cloncurry Shire Council Dajarra sewerage Sewerage scheme CS33 QG 4.9 Customer Average response time for sewerage incidents (including main breaks and chokes) (S) 0 mins

Cloncurry Shire Council Cloncurry SC WSP-wide WSP CS33 QG 4.9 Customer Average response time for sewerage incidents (including main breaks and chokes) (S) 30 mins

Cloncurry Shire Council Cloncurry water Potable water scheme CS9 QG 4.10 Customer Water quality complaints (S) 2.6 per 1000 connections

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme CS9 QG 4.10 Customer Water quality complaints (S) 12.8 per 1000 connections

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme CS9 QG 4.10 Customer Water quality complaints (S) 136.4 per 1000 connections

Cloncurry Shire Council Cloncurry SC WSP-wide WSP CS9 QG 4.10 Customer Water quality complaints (S) 4.9 per 1000 connections

Cloncurry Shire Council Cloncurry water Potable water scheme CS13 QG 4.11 Customer Total water and sewerage complaints (S) 2.6 per 1000 connections

Cloncurry Shire Council Dajarra Raw/PT Raw-Partially treated water scheme CS13 QG 4.11 Customer Total water and sewerage complaints (S) 0 per 1000 connections

Cloncurry Shire Council Kajabbi Raw/PT Raw-Partially treated water scheme CS13 QG 4.11 Customer Total water and sewerage complaints (S) 0 per 1000 connections

Cloncurry Shire Council Cloncurry sewerage Sewerage scheme CS13 QG 4.11 Customer Total water and sewerage complaints (S) 0 per 1000 connections

Cloncurry Shire Council Dajarra sewerage Sewerage scheme CS13 QG 4.11 Customer Total water and sewerage complaints (S) 0 per 1000 connections

Cloncurry Shire Council Cloncurry SC WSP-wide WSP CS13 QG 4.11 Customer Total water and sewerage complaints (S) 4.9 per 1000 connections

Cloncurry Shire Council Cloncurry SC WSP-wide WSP EN21 QG 5.1 Environment Source water/s nutrient/sediment load reduction initiatives (W) no yes/no

Cloncurry Shire Council Cloncurry SC WSP-wide WSP EN22 QG 5.2 Environment Receiving waterway/s nutrient/sediment load reduction initiatives (W) no yes/no




